
ICC Staff Cross Ex. 

1 PHASF WIRE (ALLYOLTAGES/ 444,872 69.601% 
2 SUBSTATION BREAER 43,919 6.871% 
3 FUSE 34,873 5.456% 
4 C&BLE 28,399 4.443% 
5 POLE 18,150 2.840% 
6 SWITCH~LOADBRK 8,479 1.327% 
7 RECLOSER-LINE 7,543 1.180% 
8 CROSS-ARM 5,580 0.873% 
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586,235 91.711 

9 TAPWIRE 

10 CUTOUT 

11 CIRCUITSWITCHER 

12 TRlNSFORMfR~OYHO 

13 SWITCHGEAR 

14 CP.BLE~4ERIAL 

15 ARRLSTER~POLYMER 

16 SUBSTATION BUS 

17 TRANSFORMfR~3:l 

18 CONN~CTOR-COMPRESSION TAP 

19 SWITCH-IT0 

20 NEUTRI9LWIRE 

11 ARRESTER-PORCELAIN 

12 AUTOMATIC SPLICE 

13 INSULATOR-PORCELAIN 

24 SWITCH~AIRBREAK 

1s TERMINATION 

16 TRANSFORMIR~PADMOUNT 

27 INSULATOR-POLYMER 

28 RECTIFIER 

29 BUSHING-PRIMARY 

30 SWITCHSINGLE PHASE 

11 COUNECTOR~LOMP FULLTI* 

32 ALLEY-ARM 

33 SECTIONALIZLR 

34 POTHEAD 

3s CROSSIALLEY ARM 

36 CROSS-ARM BRACE 

37 TIE WIRE 

38 CO"~CTOR-WEDGE 

39 ELBOW 

bo CONNECTOR-BOLTED 

bl ARRESTER-ELBOW 

62 TPANSIORMFR~NETWORI: 

43 LLUSTIRRUP 

M GUYWiRE 

65 PlLOTWiRE 

a6 METER 

bl DE*OENO 

u METER ENTRANCE 

49 SPLCEIlOlNT~H~arsHnlNK 

SO TRANSFORMER-DRY TYPE 

5 1  CAPACITOR 

52 FurElcurour 
53 GROUND WIRE 

84 PEDFSTAL 

5,196 0.813% 
4,711 0.737% 
4,038 0.632% 
3,603 0.564% 
3,348 0.524% 
2,991 0.468% 
2,598 0.406% 
2,266 0.355% 
1,994 0.312% 
1,766 0.276% 
1,711 0.268% 
1,670 0.261% 
1,387 0.217% 
1,150 0.180% 

991 0.155% 
873 0.137% 
828 0.130% 
792 0.124% 
748 0.117% 
747 0.117% 
533 0.083% 
525 0.082% 
428 0.067% 
415 0.065% 
321 0.050% 
320 0.050% 
3 1 1  0.049% 
309 0.048% 
296 0.046% 
126 0.020% 
103 0.016% 
81 0.013% 
44 0.007% 
44 0.007% 
42 0.007% 
20 0.003% 
10 0.002% 
9 0.001% 
3 0.000% 
3 0.000% 
3 0.000% 
2 0.000% 
1 0.000% 
1 0.000% 
1 0.000% 
1 0.000% 

55 POLE TOP EXTENSION 1 O.OOO%l 52,941 8.283 

I Total 639,176 100.000% 639,176 100.000% 


